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LAKE GROVE WATER MAIN

PUBLIC STREET OR EASEMENT

LOCKING COVER

| |
GATE VALVE —\ /

DISTRICT SERVICE LINE ?
APPROVED VAULT WITH

- CLASS 52 D.1 FIRE LINE (4" MIN.)

APPROVED VAULT CONTAINING SINGLE OR
DOUBLE DETECTOR CHECK VALVE.

/ PRIVATE FIRE LINE ONLY

PRIVATE SERVICE LINE

METER AND BOX FOR DOMESTIC SERVICE
(METER MAY BE PLACED IN VAULT)

——— PUBLIC R/W LINE OR EDGE OF EASEMENT

UL/FM APPROVED SINGLE OR DOUBLE
DETECTOR CHECK VALVE

UL/FM APPROVED 0.S. & Y.
GATE VALVES

AT

PRIVATE
FIRE LINE

r

\

TYPICAL FIRE SERVICE VAULT

OPTIONAL SERVICE METER
LOCATION

LAKE GROVE WATER DISTRICT
WATER SYSTEM STANDARDS
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